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NOTE: WI-FI FOR
REPEATER IN
GUARD HOUSE.

LT1-A

MAINS ELECTRICAL DB
PANEL LOCATED IN
EXISTING BATTERY
CHARGING ROOM.
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AT HIGH LEVEL TO 1ST

FLOOR ELECTRICAL
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MAINS ELECTRICAL CONTRACTOR
TO RUN LADDER RACK AND MAINS POWER,
TERMINATING IN LT DB AND INSTALLING MAINS
POWER FROM LT DB TO COLDSTORE CONTROL
PANELS.

REFRIGERATION ELECTRICAL CONTRACTOR
TO MOUNT COLDSTORE CONTROL PANELS,
WIRING AND LOCAL CONTAINMENT FROM
CONTROL PANELS TO EVAPORATORS.

MAINS
ELECTRICAL

SERVICES
DROP DOWN
COLUMN TO
LOW LEVEL.
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MAINS ELECTRICAL CONTRACTOR
TO RUN LADDER RACK AND MAINS POWER,
TERMINATING IN IT DB AND INSTALLING MAINS
POWER FROM IT DB TO COLDSTORE CONTROL
PANELS.

REFRIGERATION ELECTRICAL CONTRACTOR
TO MOUNT COLDSTORE CONTROL PANELS,
WIRING AND LOCAL CONTAINMENT FROM
CONTROL PANELS TO EVAPORATORS.
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MEANS OF ESCAPE TO BE

ADJUSTED TO ALLOW FOR PLANT
EQUIPMENT BASES (ONCE
INSTALLED).

600 WIDE LADDER
RACK RUN TO

PLANT EQUIPMENT
AT LOW LEVEL

EXTERNAL CLADDING,
FIXED TO EXISTING

GIRTS. FIXED TO
EXISTING STEEL I-BEAM

TBC

EXISTING COLDROOM
WALL

EXISTING STEEL I-BEAM
IN VOID BETWEEN

EXTERNAL CLADDING
AND COLDROOM WALL

1509
APROX.

VOID
WIDTH

600 WIDE MAINS ELECTRICAL
LADDER RACK FIXED TO
EXISTING I-SECTION.

INDICATIVE UNI-STRUT.

600 WIDE LADDER RACK
TO IT AND LT DB
BOARDS AT HIGH LEVEL.
EXACT HEIGHT TBC.
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· PIPE WORK TRAYS SHOULD BE INSTALLED WITH A GOOD SLOPE
BACK TO THE COMPRESSORS, TO IMPROVE OIL RETURN. IDEAL
SLOPE REQUIRED IS 30MM PER 10M OR 6MM LOWER EVERY 2M
HANGER, IF POSSIBLE. ALWAYS START WITH FURTHEST HANGER
AS HIGH AS POSSIBLE.

· PROTECTION REQUIRED TO INTERNAL REFRIGERATION RACKS,
AND RDM PANELS WHEN LIKELY TO COME INTO CONTACT WITH
RAGES AN RACKING - BY MAIN CONTRACTOR.

· PIPEWORK AND HANGERS TO BE MINIMUM OF 1800MM ABOVE
COLDSTORE ROOF.

· REFRIGERATION SERVICES ZONE DIMENSIONS, REFIRGERATION
SERVICE TO BE SUPORTED AS FOLLOWS;

- BULK STOCK AREA - HANGERS AT 1.5M @ CENTERS.

- SALES AREA - HANGERS AT 1.50M @ CENTRES.

· EVAPORATOR VALVE BOARDS TO BE POSITIONED ON
PERIMETER OF COLDROOM ROOFS TO ALLOW MAINTENANCE
ACCESS.

· ALL HANGER DROP RODS Ø10mm.

HIGH LEVEL SERVICES, SEE DETAIL 1.

LOW LEVEL SERVICES SEE DETAIL 2.

SERVICE PENETRATION THROUGH WALL TO BE MADE
GOOD/FIRESTOPED AND EXTERNAL WALLS TO BE WEATHER
PROOFED UPON COMPLETION.

A

B
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ALL WORK TO COMPLY WITH THE LATEST TESCO REFRIGERATION
SPECIFICATION
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AB Group - Head Office
Bank Chambers, 2 Church Street, Reigate, Surrey, RH2 0AN.

Tel: 0333 9000 180

BOOKER

Web: abgroup.com
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TRAYWORKS
COMMUNICATIONS
NETWORK CABLES.

TRAYWORK FOR
ELECTRICAL

REFRIGERATION
SERVICES

DOUBLE LOCK. ALL EXCESS
ROD TO BE TRIMMED BACK

TO FIXING NUT

41mm x 41mm SLOTTED
HOLES UNISTRUT.

Ø10mm THREADED
ROD STUDDING.

ARMALOAD
SUPPORT FOR
REFRIGERATION
SERVICES

DETAIL 1 - TYPICAL HANGER ARRANGEMENTS DETAIL 2 - LOW LEVEL SERVICES TO PLANT EQUIPMENT (INDICATIVE)

SUBSTRATEUV STABILISED
DURABLE RUBBER.

ENSURE A 15MM GAP
BETWEEN SERVICES

UNISTRUT FOR
REFRIGERATION
SERVICES

PIPE CLAMPS

MAINS ELECTRICAL
LADDER RACK

OVERALL PLAN
SCALE: NTS

AREA 'E'

MAIN ELECTRICAL DROP - DETAIL 3
SCALE: 1:50

MAINS ELECTRICAL ROUTE BY MAINS
ELECTRICAL CONTRACTOR (NOT AB
GROUP SCOPE)

SERVICES PENETRATION THROUGH WALL
(BY MAIN CONTRACTOR)

MAINS ELECTRICAL RISER BY MAINS
ELECTRICAL CONTRACTOR (NOT AB
GROUP SCOPE)

RDM RDM PANELLD PANEL

LEAK DETECTION PANELLD PANEL

COLDSTORE CONTROL PANELCONTROL
PANEL

LOCAL DISTRIBUTION BOARD

REFRIGERATION, AIR CONDITIONING &
ASSOCIATED SERVICES PIPE AND CABLES
ROUTE (BY AB GROUP)
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