
Summary of Results for 100 year Return Period (+40%)

Half Drain Time : 166 minutes.

Storm

Event

Max

Level

(m)

Max

Depth

(m)

Max

Infiltration

(l/s)

Max

Volume

(m³)

Status

      

15 min Summer 78.232 1.632 1.0 12.9 O K

30 min Summer 78.682 2.082 1.2 16.5 O K

60 min Summer 79.052 2.452 1.3 19.4 O K

120 min Summer 79.236 2.636 1.4 20.9 O K

180 min Summer 79.254 2.654 1.4 21.0 O K

240 min Summer 79.230 2.630 1.4 20.8 O K

360 min Summer 79.141 2.541 1.3 20.1 O K

480 min Summer 79.034 2.434 1.3 19.3 O K

600 min Summer 78.924 2.324 1.3 18.4 O K

720 min Summer 78.817 2.217 1.2 17.6 O K

960 min Summer 78.628 2.028 1.1 16.1 O K

1440 min Summer 78.325 1.725 1.0 13.7 O K

2160 min Summer 77.989 1.389 0.9 11.0 O K

2880 min Summer 77.741 1.141 0.8 9.0 O K

4320 min Summer 77.396 0.796 0.6 6.3 O K

5760 min Summer 77.164 0.564 0.5 4.5 O K

7200 min Summer 76.997 0.397 0.5 3.1 O K

8640 min Summer 76.875 0.275 0.4 2.2 O K

Storm

Event

Rain

(mm/hr)

Time-Peak

(mins)

   

15 min Summer 138.153 22

30 min Summer 90.705 35

60 min Summer 56.713 64

120 min Summer 34.246 112

180 min Summer 25.149 142

240 min Summer 20.078 174

360 min Summer 14.585 244

480 min Summer 11.622 312

600 min Summer 9.738 382

720 min Summer 8.424 450

960 min Summer 6.697 584

1440 min Summer 4.839 842

2160 min Summer 3.490 1220

2880 min Summer 2.766 1592

4320 min Summer 1.989 2336

5760 min Summer 1.573 3056

7200 min Summer 1.311 3752

8640 min Summer 1.129 4496
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Summary of Results for 100 year Return Period (+40%)

Storm

Event

Max

Level

(m)

Max

Depth

(m)

Max

Infiltration

(l/s)

Max

Volume

(m³)

Status

      

10080 min Summer 76.780 0.180 0.4 1.4 O K

15 min Winter 78.434 1.834 1.1 14.5 O K

30 min Winter 78.945 2.345 1.3 18.6 O K

60 min Winter 79.374 2.774 1.4 22.0 O K

120 min Winter 79.606 3.006 1.5 23.8 O K

180 min Winter 79.610 3.010 1.5 23.8 O K

240 min Winter 79.574 2.974 1.5 23.6 O K

360 min Winter 79.442 2.842 1.5 22.5 O K

480 min Winter 79.289 2.689 1.4 21.3 O K

600 min Winter 79.133 2.533 1.3 20.1 O K

720 min Winter 78.984 2.384 1.3 18.9 O K

960 min Winter 78.717 2.117 1.2 16.8 O K

1440 min Winter 78.306 1.706 1.0 13.5 O K

2160 min Winter 77.876 1.276 0.8 10.1 O K

2880 min Winter 77.576 0.976 0.7 7.7 O K

4320 min Winter 77.185 0.585 0.6 4.6 O K

5760 min Winter 76.943 0.343 0.5 2.7 O K

7200 min Winter 76.780 0.180 0.4 1.4 O K

8640 min Winter 76.669 0.069 0.3 0.5 O K

Storm

Event

Rain

(mm/hr)

Time-Peak

(mins)

   

10080 min Summer 0.994 5240

15 min Winter 138.153 21

30 min Winter 90.705 35

60 min Winter 56.713 62

120 min Winter 34.246 116

180 min Winter 25.149 148

240 min Winter 20.078 184

360 min Winter 14.585 262

480 min Winter 11.622 336

600 min Winter 9.738 408

720 min Winter 8.424 480

960 min Winter 6.697 620

1440 min Winter 4.839 886

2160 min Winter 3.490 1276

2880 min Winter 2.766 1648

4320 min Winter 1.989 2384

5760 min Winter 1.573 3112

7200 min Winter 1.311 3824

8640 min Winter 1.129 4496
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Summary of Results for 100 year Return Period (+40%)

Storm

Event

Max

Level

(m)

Max

Depth

(m)

Max

Infiltration

(l/s)

Max

Volume

(m³)

Status

      

10080 min Winter 76.646 0.046 0.3 0.4 O K

Storm

Event

Rain

(mm/hr)

Time-Peak

(mins)

   

10080 min Winter 0.994 5072
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Model Details

Storage is Online Cover Level (m) 80.500

Lined Soakaway Structure

Infiltration Coefficient Base (m/hr) 0.11556 Ring Diameter (m) 2.10

Infiltration Coefficient Side (m/hr) 0.11556 Pit Multiplier 1.5

Safety Factor 1.0 Number Required 1

Porosity 0.69 Cap Volume Depth (m) 0.000

Invert Level (m) 76.600 Cap Infiltration Depth (m) 0.000
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